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CERTIFIED MAIL 
RETURN RECEIPT REQUESTED 

Re: Reissuance of VPDES Permit No. VA0025364, Noman M. Cole Pollution Control Plant, Fairfax County 

Dear Mr. McGrath: 

The Department of Environmental Quality (DEQ) has approved the enclosed effluent limitations and monitoring requirements for the 
above-referenced permit. Copies of your permit and fact sheet are enclosed. 

A Discharge Monitoring Report (DMR) form for Outfall 001 is no longer included in the reissuance package. DEQ has launched an 
electronic DMR (e-DMR) program that allows you to submit the effluent monitoring data electronically, and we expect every 
permittee to use e-DMR as permits are issued or reissued. The first electronic DMR submittal for the month of March 2014 is due by 
April 10, 2014. Please reference the effluent limits in your permit and report monitoring results in e-DMR to the same number of 
significant digits as are included in the permit limits for the parameter. Answers to frequently asked questions about the e-DMR 
system, including the e-DMR registration process, are available at the following website: 
htt43://www.deq.virdnia.gov/Programs/Water/PerminingCompliance/ElectronicDMRsubmissions.aspx. The regional contact for e-
DMR is Rebecca Vice; she can be reached at (703) 583-3922 or by e-mail at Rebecca.Vice@deq.virginia.gov. 

Please note that compliance with the permit's requirements for use and disposal of sewage sludge do not relieve you of your 
responsibility to comply with federal requirements set forth in 40 CFR Part 503. Until DEQ seeks and is granted authority to 
administer the Part 503 regulations by EPA, treatment works treating domestic sewage should continue to work directly with EPA to 
comply with them. 

Please note that i f this permit is to be reissued in five years, there are specific testing requirements associated with the Form 2A 
reissuance application that are different from the testing requirements in your permit. In order to provide the necessary data for Form 
2A you may need to begin additional sampling during the term of this permit prior to receiving a reissuance reminder letter from this 
agency. Please look at Form 2A Part 0 (Expanded Effluent Testing Data) and Part E (Toxicity Testing Data) for the sampling 
requirements. Please note that DEQ and EPA will no longer accept waiver requests from the sampling or testing requirements in the 
application forms. 

As provided by Rule 2A:2 of the Supreme Court of Virginia, you have thirty days from the date of service (the date you actually 
received this decision or the date it was mailed to you, whichever occurred first) within which to appeal this decision by filing a notice 
of appeal in accordance with the Rules of the Supreme Court of Virginia with the Director, Department of Environmental Quality. In 
the event that this decision is served on you by mail, three days are added to that period. 

Alternately, any owner under §§ 62.1-44.16, 62.1-44.17, and 62.1-44.19 ofthe State Water Control Law aggrieved by any action of 
the State Water Control Board taken without a formal hearing, or by inaction of the Board, may demand in writing a formal hearing of 
such owner's grievance, provided a petition requesting such hearing is filed with the Board. Said petition must meet the requirements 
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set forth in § 1.23(b) of the Board's Procedural Rule No. 1. In cases involving actions of the Board, such petition must be filed within 
thirty days after notice of such action is mailed to such owner by certified mail. 

A Reliability Class I is assigned to this facility and this facility has Class I licensed operator requirements. 

If you have questions about the permit, please contact Joan C. Crowther at (703)583-3925, or by E-mail at 
joan.crowther@deq.virginia.gov. 

Bryant Thomas 
Water Permit & Planning Manager 

Enc.: VPDES Permit No. VA0025364 and Fact Sheet 

cc: DEQ-Water, OWPP 
EPA-Region IIL3WP12 
Department of Health, Culpeper 
Water Compliance, NRO 

Respectfully, 



COMMONWEATH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

Additional Reporting for Reclamation Systems Authorized by or in Association with a VPDES Permit 

2/5/14 

NAME Noman M. Cole, Jr. Pollution Control Plant 
ADDRESS P. O. Box 268 

Lorton, VA 22079 
FACILITY 
LOCATION 9399 Richmond Hwy 

VA0025364 650 

PERMIT NUMBER DISCHARGE NUMBER 

MONITORING PERIOD 

FROM 
YEAR MO DAY YEAR MO DAY 

TO TO 

DEPT. OF ENVIRONMENTAL QUALITY 
(REGIONAL OFFICE) 
Northern Regional Office 
1309 Crown Court 
Woodbridge, VA 22193 

CORRECTIVE ACTION 
THRESHOLD (CAT) 

OCCURRENCES 

CAT PARAMETER NUMBER. OF CAT 
OCCURRENCES1 

NUMBER OF CAT 
DIVERSIONS2 

CORRECTIVE ACTION 
THRESHOLD (CAT) 

OCCURRENCES 
TURBIDITY • 

CORRECTIVE ACTION 
THRESHOLD (CAT) 

OCCURRENCES 
TRC - • 

A corrective action threshold (CAT) occurrence is an event initiated by single measurement that exceeds the CAT for turbidity or falls below the CAT for TRC. 
Each measurement made during a CAT occurrence does not represent a separate CAT occurrence. 
On a separate sheet attached to the monthly monitoring report of the VPDES permit, indicate for each turbidity or TRC CAT diversion the date and time of the 
diversion, the first measurement of the turbidity or TRC CAT occurrence, the period between the first measurement of the turbidity or TRC CAT occurrence and 
the diversion, the non-compliant CAT measurement of turbidity or TRC resulting in the diversion, and the duration of the diversion. 
On a separate sheet attached to the monthly monitoring report of the VPDES permit, provide for each bypass occurrence a general description of 
circumstances resulting in the bypass of the reclaimed water distribution system and appurtenances, the flow of the bypass, the duration of the bypass, and 
whether the water of the bypass did or did not comply with the reclaimed water standards of the permit. 

Have there been two or more consecutive monitoring results greater than the CAT for E. coli within the monitoring period of this report? • Yes • No (Submit the Monthly Log 
Sheet for Reclaimed Water Bacterial Monitoring with this report to the DEQ Northern Regional Office.) 

Were any bacterial monitoring samples collected outside the period of 10:00 a.m. to 4:00 p.m.? • Yes • No 

I hereby certify under penalty of law that this 
document and all attached report forms were 
prepared under my direction or supervision in 

accordance with a system designed to assure that 
qualified personnel properly gather and evaluate the 

information submitted. Based on my inquiry ofthe 
person or persons who manage the system or those 

persons directly responsible for gathering the 
information, the information submitted is, to the best 

of my knowledge and belief, true, accurate and 
complete. I am aware that there are significant 

penalties for submitting false information, including 
the possibility of fine and imprisonment for knowing 

violations. 

OPERATOR IN RESPONSIBLE CHARGE DATE 
I hereby certify under penalty of law that this 
document and all attached report forms were 
prepared under my direction or supervision in 

accordance with a system designed to assure that 
qualified personnel properly gather and evaluate the 

information submitted. Based on my inquiry ofthe 
person or persons who manage the system or those 

persons directly responsible for gathering the 
information, the information submitted is, to the best 

of my knowledge and belief, true, accurate and 
complete. I am aware that there are significant 

penalties for submitting false information, including 
the possibility of fine and imprisonment for knowing 

violations. 

I hereby certify under penalty of law that this 
document and all attached report forms were 
prepared under my direction or supervision in 

accordance with a system designed to assure that 
qualified personnel properly gather and evaluate the 

information submitted. Based on my inquiry ofthe 
person or persons who manage the system or those 

persons directly responsible for gathering the 
information, the information submitted is, to the best 

of my knowledge and belief, true, accurate and 
complete. I am aware that there are significant 

penalties for submitting false information, including 
the possibility of fine and imprisonment for knowing 

violations. 

. , TYPED OR PRINTED NAME '. SIGNATURE CERTIFICATE NO. YR MO DAY 

I hereby certify under penalty of law that this 
document and all attached report forms were 
prepared under my direction or supervision in 

accordance with a system designed to assure that 
qualified personnel properly gather and evaluate the 

information submitted. Based on my inquiry ofthe 
person or persons who manage the system or those 

persons directly responsible for gathering the 
information, the information submitted is, to the best 

of my knowledge and belief, true, accurate and 
complete. I am aware that there are significant 

penalties for submitting false information, including 
the possibility of fine and imprisonment for knowing 

violations. 

PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGENT DATE 

I hereby certify under penalty of law that this 
document and all attached report forms were 
prepared under my direction or supervision in 

accordance with a system designed to assure that 
qualified personnel properly gather and evaluate the 

information submitted. Based on my inquiry ofthe 
person or persons who manage the system or those 

persons directly responsible for gathering the 
information, the information submitted is, to the best 

of my knowledge and belief, true, accurate and 
complete. I am aware that there are significant 

penalties for submitting false information, including 
the possibility of fine and imprisonment for knowing 

violations. 

I hereby certify under penalty of law that this 
document and all attached report forms were 
prepared under my direction or supervision in 

accordance with a system designed to assure that 
qualified personnel properly gather and evaluate the 

information submitted. Based on my inquiry ofthe 
person or persons who manage the system or those 

persons directly responsible for gathering the 
information, the information submitted is, to the best 

of my knowledge and belief, true, accurate and 
complete. I am aware that there are significant 

penalties for submitting false information, including 
the possibility of fine and imprisonment for knowing 

violations. TYPED OR PRINTED NAME SIGNATURE TELEPHONE YR MO DAY 



COMMONWEATH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 2/5/14 

Monthly Log Sheet for Reclaimed Water Turbidity Monitoring 

Permit No.: VA0025364 Month: 

Facility Name: Noman M. Cole PCP Year: 

Sampling Location: 

Sampling Date Daily Average Turbidity* (NTU) 

* Daily average turbidity is determined daily and is the arithmetic mean of hourly or more frequent 
discrete turbidity measurements recorded during a 24-hour period. 

Print name(s) of person(s) collecting samples: 

Page 1 of2 



COMMONWEATH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

Monthly Log Sheet for Reclaimed Water Bacteria Monitoring 

Permit No.: VA0025364 Month: 

Facility Name: Noman M. Cole, Jr. PCP Year: 

Sampling Location: Reclaimed Water Type: Level 1 

Sampling Analyses Monitoring Result for E. coli 
(colonies/100 ml) Date Time Date Time 

Monitoring Result for E. coli 
(colonies/100 ml) 

Monthly Geometric Mean 1 : 
No. of CAT'1 Exceedances: 

For the purpose of calculating monthly geometric mean, bacteria analytical results below the detection level of the 
analytical method used shall be reported as values equal to the detection level. Geometric mean of a data set 
consisting of "n" measurements is the nth root ofthe product ofthe measurements. Geom. Mean =~^Ja^ a2* a3...-a„ 

2 CAT refers to Corrective Action Threshold for the monitored bacteria parameter. The CAT for E.coli is 35 colonies/100 
ml. 

Page 1 of 2 



COMMONWEATH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 2/5/14 

Monthly Log Sheet for Reclaimed Water Bacteria Monitoring 

Print name(s) of person(s) collecting 
samples: 

Print name(s) of person(s) or contract 
laboratory analyzing samples: 

Operator in responsible charge: 

Print or type name: 

Signature: 

Telephone No.: 

Certificate No.: 

Date: 

Page 2 of 2 



COMMONWEATH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 2/5/14 

Monthly Log Sheet for Reclaimed Water Bacteria Monitoring 

Permit No.: VA0025364 Month: 

Facility Name: Noman M. Cole, Jr. PCP Year: 

Sampling Location: Reclaimed Water Type: Level 1 

Sampling Analyses Monitoring Result for E. coli 
(colonies/100 ml) Date Time Date Time 

Monitoring Result for E. coli 
(colonies/100 ml) 

> 

Monthly Geometric Mean 1 : 

No. of CAT* Exceedances: 
For the purpose of calculating monthly geometric mean, bacteria analytical results below the detection level of the 
analytical method used shall be reported as values equal to the detection level. Geometric mean of a data set 
consisting of n measurements is the nth root ofthe product ofthe measurements. Geom. Mean =~<Ja^ a2* a 3 ...-a„ 

2 CAT refers to Corrective Action Threshold for the monitored bacteria parameter. The CAT for E.coli is 35 colonies/100 
ml. 

Pagel of 2 



COMMONWEATH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 2/5/14 

Monthly Log Sheet for Reclaimed Water Bacteria Monitoring 

Print name(s) of person(s) collecting 
samples: 

Print name(s) of person(s) or contract 
laboratory analyzing samples: 

Operator in responsible charge: 

Print or type name: 

Signature: 

Telephone No.: 

Certificate No.: 

Date: 

Page 2 of 2 



COMMONWEAL TH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

Permit No. 
Effective Date: 

Expiration Date: 

VA0025364 
February 5,2014 
February 4,2019 

AUTHORIZATION TO DISCHARGE UNDER THE 

VIRGINIA POLLUTANT DISCHARGE ELIMINATION SYSTEM AND THE VIRGINIA STATE 

WATER CONTROL LAW, AND TO PRODUCE OR DISTRIBUTE RECLAIMED WATER UNDER 

THE WATER RECLAMATION AND REUSE REGULATION 

In compliance with the provisions of the Clean Water Act as amended and pursuant to the State Water Control 
Law and regulations adopted pursuant thereto, the following owner is authorized to discharge in accordance with 
the information submitted with the permit application, and with this permit cover page, Part I - Effluent 
Limitations and Monitoring Requirements, and Part I I - Conditions Applicable To All VPDES Permits, and Part 
III - Standards and Special Conditions for Reclamation and Reuse, as set forth herein. 

Stream Name: Pohick Creek 

River Basin: Potomac River 

River Subbasin: Potomac River 

Section: 7 

Class: III 

Special Standards: b 

Facility Name: 

City/County: 

Facility Location: 

Owner Name: Fairfax County Board of Supervisors 

Noman M. Cole Pollution Control Plant 

Fairfax County 

9399 Richmond Highway, Lorton, Virginia 

The owner is authorized to discharge to the following receiving stream: 

Thomas A. Faha 
Director, Northern Regional Office 

Department of Environmental Quality 



VA0025364 
Parti 
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Effluent Limitations and Monitoring Requirements 

1. Outfall 001-67 MGD Facility 
a. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
b. In addition to any Total Nitrogen or Total Phosphorus concentration limits or monitoring requirements without associated limits listed 

below, this facility has Total Nitrogen and Total Phosphorus calendar year load limits associated with this outfall included in the current 
Registration List under registration number VAN010022, enforceable under the General VPDES Watershed Permit Regulation for Total 
Nitrogen and Total Phosphorus Dischargers and Nutrient Trading in the Chesapeake Watershed in Virginia. 

c. During the period beginning with the permit's effective date and lasting until December 3 I s ' of the year after the issuance of the 
Certificate to Operate for the installation of the nutrient removal technology or until the permit's expiration date, whichever is first, the 
permittee is authorized to discharge from Outfall Number 001. Such discharges shall be limited and monitored by the permittee as 
specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Averaee(1) Weekly Averaee(,) Minimum Maximum'^ Frequency Sample Type 

Flow™ (MGD) NL NA NA NL Continuous TIRE 

PH NA NA 6.0 S.U. 9.0 S.U. 1/D Grab 

CBOD; 5 mg/L 1268 kg/day 8 mg/L 2029 kg/day NA NA 3D/W ( 3 ) 24H-C 

Total Suspended Solids, TSS 6.0 mg/L 1522 kg/day 9.0 mg/L 2282 kg/day NA NA 1/D 24H-C 

Ammonia as Nitrogen (April-Oct) 1.0 mg/L 254 kg/day 1.5 mg/L 380 kg/day NA NA 1/D 24H-C 

Ammonia as Nitrogen (Nov-March) 2.2 mg/L 2.6 mg/L NA NA 1/D 24H-C 

Dissolved Oxygen NA NA 6.0 mg/L NA 1/D Grab 

Total Residual Chlorine (after contact 
tank) NA NA 0.5 mg/L NA 

12/Dat2hr 
intervals 

Grab 

Total Residual Chlorine (after 
dechlorination) 0.008 mg/L 0.010 mg/L NA NA 

12/Dat2hr 
intervals 

Grab 

E. coli (Geometric Mean) 126n/100mls NA NA NA 5D/W (4) Grab 

Total Nitrogen15' - Monthly (mg/L) NL NA NA NA 3D/W Calculated 

Total Kjeldahl Nitrogen, TKN (mg/L) NL NA NA NA 3D/W 24H-C 

Nitrate+Nitrite as Nitrogen (mg/L) NL NA NA NA 3D/W 24H-C 

Total Nitrogen - Calendar Year'6' 7.0 mg/L NA NA NA 1/YR Calculated 

Total Nitrogen - Year-To-Date(6'(mg/L) NL NA NA NA 1/M Calculated 

Total Phosphorus 0.18 mg/L 46.6 kg/d 0.27 mg/L 68.5 kg/d NA NA 1/D 24H-C 

Chronic 3-Brood Static Renewal- C. dubia 
(TUc)'7' NA NA NA NL 1/YR 24H-C 

Chronic 7-Day Static Renewal - P. 
promelas (TUC)' 7 ' NA NA NA NL 1/YR 24H-C 

See Part I.B.3. 
< 2 ) The design flow is 67.0 MGD. 
( 3 ) If a monthly average concentration cBODs exceedance 

occurs while the frequency of analysis is at 3D/W, then 

the frequency of analysis shall immediately be increased 

to 5D/W and remain as such for the permit term. 
( 4 ) Between 10:00 AM & 4:00 PM. 
< 5 ) Total Nitrogen is the sum of Total Kjeldah! Nitrogen and N0 2 + NO3 Nitrogen and shall be calculated from the results of those tests. 
( 6 ) See Part I.B.4. for nutrient reporting calculations. 
< 7 > See Part I D. for whole effluent toxicity monitoring requirements. 

24H-C = A flow proportional composite sample collected manually or automatically, and discretely or continuously, for the entire discharge of the monitored 24-hour period. 
Where discrete sampling is employed, the permittee shall collect a minimum of twenty-four (24) aliquots for compositing. Discrete sampling may be flow proportioned 
either by varying the time interval between each aliquot or the volume of each aliquot. Time composite samples consisting of a minimum of twenty-four (24) grab samples 
obtained at hourly or smaller intervals may be collected where the permittee demonstrates that the discharge flow rate (gallons per minute) does not vary by 10% or more 
during the monitored discharge. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 

MGD = Million gallons per day. 12/D = Twelve times per day. 
NA = Not applicable. 1/D = Once every day. 
NL = No limit; monitor and report. 3D/W = Three days a week. 

S.U. = Standard Units 5DAV = Five days a week. 
TIRE = Totalizing, indicating and recording equipment. 1/W = Once every week. 

IS = Immersion Stabilization 1/M = Once every month. 
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2. O u ^ O O l 6 7 M C D F ^ ^ 
a. There shall be no discharge offloating solids orvisible foam in other than trace amounts. 
b. In addition to anyTotal Nitrogen orTotal Phosphorus concentration limits or monitoring requirements wimout associated limits^ 

below, this facility has Total Nitrogen andTotal Phosphorus calendaryear load limits associated with mis outfall included in me cm^ 
Registration List underregistrationnnmberVA^ 
Nitrogen andTotal Phosphorus Dischargers and NutrientTrading in tbe Chesapeake Watershed in Virginia, 

c During me period from January l ^ o f me year afler the issuance of tbe Certificate to Operate for me installation of t^^ 
teclmology and lasting until tbe expiration date the permittee is authorised to discharge from Outfall Number 001. Such discharges 
shall be limited and monitored by the permittee as specified below 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average* Weekly Average*'' Minimum Maximum0' Frequency Sample Type 

Flow'2' (MGD) NL NA NA NL Continuous TIRE 

PH NA NA 6.0 S.U. 9.0 S.U. 1/D Grab 

cBOD5 5 mg/L 1268 kg/day 8 mg/L 2029 kg/day NA NA 3D/W(3> 24HC 

Total Suspended Solids, TSS 6.0 mg/L 1522 kg/day 9.0 mg/L 2282 kg/day NA NA 1/D 24HC 

Ammonia as Nitrogen (April-Oct) 1.0 mg/L 254 kg/day 1.5 mg/L 380 kg/day NA NA 1/D 24HC 

Ammonia as Nitrogen (Nov-March) 2.2 mg/L 2.6 mg/L NA NA 1/D 24HC 

Dissolved Oxygen NA NA 6.0 mg/L NA 1/D Grab 

Total Residual Chlorine (after contact 
tank) NA NA 0.5 mg/L NA 

12/Dat2hr 
intervals 

Grab 

Total Residual Chlorine (after 
dechlorination) 0.008 mg/L 0.010 mg/L NA NA 

12/Dat2hr 
intervals 

Grab 

E. coli (Geometric Mean) 126 n/100 mis NA NA NA 5D/W (4 ) Grab 

Total Nitrogen'5' - Monthly (mg/L) NL NA NA NA 3D/W Calculated 

Total Kjeldahl Nitrogen, TKN (mg/L) NL NA NA NA 3DAV 24HC 

Nitrate+Nitrite as Nitrogen (mg/L) NL NA NA NA 3D/W 24HC 

Total Nitrogen - Calendar Year'6' 3.0 mg/L NA NA NA 1/YR Calculated 

Total Nitrogen - Year-To-Date'6'(mg/L) NL NA NA NA 1/M Calculated 

Total Phosphorus 0.18 mg/L 46.6 kg/d 0.27 mg/L 68.5 kg/d NA NA 1/D 24HC 

Chronic 3-Brood Static Renewal- C. dubia 
(TU C)' 7 ' NA NA NA NL 1/YR 24HC 

Chronic 7-Day Static Renewal - P. 
promelas (TU C) ' 7 ) NA NA NA NL 1/YR 24HC 

See Part I.B.3. MGD = Million gallons per day. 12/D = Twelve times per day. 
The design flow is 67.0 MGD. NA = Not applicable. 1/D = Once every day. . 
If a monthly average concentration cBOD5 exceedance NL = No limit; monitor and report. 3DAV = Three days a week. 
occurs while the frequency of analysis is at 3D/W, then S.U. = Standard Units 5D/W = Five days a week. 
the frequency of analysis shall immediately be increased TIRE = Totalizing, indicating and recording equipment. 1/W = Once every week. 
to 5D/W and remain as such for the permit term. 1/M = Once every month. 

< 4 ) Between 10:00 AM & 4:00 PM. 
< 5 > Total Nitrogen is the sum of Total Kjeldahl Nitrogen and NO; + N0 3 Nitrogen and shall be calculated from the results of those tests. 
l 6 ) See Part I.B.4. for nutrient reporting calculations. The calendar year annual average for Total Nitrogen is effective January l s l of the year after issuance of the CTO 

for the installation of nutrient technology. 
m See Part I D. for whole effluent toxicity monitoring requirements 

24HC = A flow proportional composite sample collected manually or automatically, and discretely or continuously, for the entire discharge of the monitored 24-hour period. 
Where discrete sampling is employed, the permittee shall collect a minimum of twenty-four (24) aliquots for compositing. Discrete sampling may be flow proportioned 
either by varying the time interval between each aliquot or the volume of each aliquot. Time composite samples consisting of a minimum of twenty-four (24) grab samples 
obtained at hourly or smaller intervals may be collected where the permittee demonstrates that the discharge flow rate (gallons per minute) does not vary by 10% or more 
during the monitored discharge. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 



VA0025364 
Parti 

Page 3 of 12 

B. Additional Monitoring Requirements, Quantification Levels and Compliance Reporting 

1. Additional Total Residual Chlorine (TRC) Limitations and Monitoring Requirements 

a. The permitee shall monitor the TRC at the outlet of the chlorine contact tank once every two hours by grab 
sample. 

b. No more than 36 of the total number of monthly samples taken at the outlet of the chlorine contact tank shall 
be less than 0.5 mg/L for any one calendar month. 

c. No TRC sample collected at the outlet of the chlorine contact tank shall be less than 0.2 mg/L. 

d. If dechlorination facilities exist the samples above shall be collected prior to dechlorination. 

e. If chlorine disinfection is not used, E. coli shall be limited and monitored by the permittee as specified 
below: 

Discharge Limitations Monitoring 
Monthly Average Frequency Requirements Sample Type 

E.coli 126 n/100ml 1/day Grab 
Geometric Mean Between 10 AM & 4 PM 

This E. coli requirement, i f applicable, shall substitute for the TRC requirements delineated elsewhere in 
Part I . 

2. Quantification Levels 
a. The quantification levels (QL) shall be less than or equal to the following concentrations: 

Characteristic Quantification Level 
TSS 1.0 mg/L 

cBOD5 2 mg/L 
Ammonia 0.20 mg/L 

TRC 0.10 mg/L 

b. The QL is defined as the lowest concentration used to calibrate a measurement system in accordance with 
the procedures published for the method. The permittee shall use any method in accordance with Part I I A 
of this permit. 

c. It is the responsibility of the permittee to ensure that proper quality assurance/quality control (QA/QC) 
protocols are followed during the sampling and analytical procedures. QA/QC information shall be 
documented to confirm that appropriate analytical procedures have been used and the required QLs have 
been attained. 

3. Compliance Reporting for parameters in Part LA. 

a. Monthly Average -Compliance with the monthly average limitations and/or reporting requirements for the 
parameters listed in Part I.B.2.a of this permit condition shall be determined as follows: All concentration 
data below the QL used for the analysis (QL must be less than or equal to the QL listed in Part I.B.2.a 
above) shall be treated as zero. All concentration data equal to or above the QL used for the analysis (QL 
must be less than or equal to the QL.listed in Part I.B.2.a above) shall be treated as it is reported. An 
arithmetic average shall be calculated using all reported data for the month, including the defined zeros. 
This arithmetic average shall be calculated using all reported data for the month, including the defined 
zeros. This arithmetic average shall be reported on the Discharge Monitoring Report (DMR) as calculated. 
If all data are below the QL used for the analysis (QL must be less than or equal to the QL listed in Part 
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LB.2.a above), then the average shall be reported as^^QL^. Lfreporting for quantity is required on the 
DMR and the reported monthly average concentration is ^QL, then report^^QL^forthe quantity. 
Otherwise use the reported concentration data (including the defined zeros)and flow datafor each sample 
daytodeterminethedailyquantityandreportthemonthlyaverageofthecalculateddaily quantities. 

b. MaximumWeeklyAverage compliance with the weekly average limitations and/or reporting requirements 
forthe parameters listed in Part LB.^.aofthis permit condition shall be determined asfollows: All 
concentration data belowtheQL used fortheanalysis(QL must be less than or equal to the QL listed in Part 
LB.2.a above)shall be treated as zero. All concentration data equal to or above theQLusedforthe analysis 
(QL must be less than or equal to the QL listed in Part LB.2.aabove)shall be treated as reported. An 
arithmetic average shall he calculated using all reported data, including the defined zeros, collected within 
each complete calendar week and entirely contained within the reporting month. The maximum value ofthe 
weekly averages thus determined shall he reported on the DMR. IfalldataarebelowtheQLusedforthe 
analysis(QL must be less than or equal to the QL listed in Part LB.2.a above), then the weekly average shall 
he reported as ^QL^. lfreporting for quantity is required on the DMR and the reported weekly average 
concentration is ^QL, then report ^QL^forthe quantity. Otherwise use the reported concentration data 
(including the defined zeros)and flow data for each sample day to determine the daily quantity and report 
the maximum weekly average ofthe calculated daily quantities. 

c. Single Datum Any single datum required shall he reported as ^ Q L ^ i f i t is less than the QL used in the 
analysis(QL must be less than or equal to the QL listed in Part LB.2.a above). Otherwise the numerical 
value shall he reported. 

d. Significant Digits-The permittee shall report at least the same number of significant digits as the permit 
limitforagiven parameter. Regardless of the rounding convention used (i.e.,5always rounding up orto 
the nearest even number) by the permittee, the permittee shall use me convention consistently,andsha 
ensure that consulting laboratories employed hy the permittee use the same convention. 

4. Nutrient Reporting Calculations for PartLA. 

a. Tor each calendar month,theDMR shall show the calendar yeartodate average concentration (mg/L) 
calculated in accordance with thefollowingformulae: 

M O ^ Y T D ^ ( ^ ^ ^ ^ ^ M O ^ ) ^ ( ^ o f months) 

where: 
M O ^ YTD-calendaryear-to date averageconcentration(mgZL) 
MO^-monthly average concentration (mg/L)asreportedon DMR 

h. The total nitrogen concentrations(mg/L)for each calendaryear(AO) shall be shown on the December DMR 
due ^anuaryl^ofthefollowing year. These values shall be calculated in accordance with thefollowing 
formulae: 

A O ^ ^ ( ^ ^ o ^ ^ ^ g ) ^ ^ 

where: 

AO^-calendaryear average concentration(mgZL) 
MO^^monthly average concentration(mg/L)as reported on DMR 

c. TorTotal Phosphorus, all dailyconcent^ationdata below the quantification level(QL)fo^ 
method used should be treated as half the QL. All daily concentration data equal to or above the QLfor the 
analytical method used shall be treated as it is reported. 

d. TorTotalNitrogen(TN), ifnoneofthedailyconcentrationdatafortherespectivespecies(i.e,Ti^N, 
Nitrates/^itrites) are equal to or above the QL for the respective analytical methods used, the dailyTN 
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concentration value reported shall equal one half of the largest QE used for the respective species. If one of 
the data is equal to or above the QE, the dailyTN concentration value shall be treated as that data point is 
reported. I f more than one of the data is above the QE, the dailyTN concentration value shall equal the sum 
ofthe data points as reported. 

Pretreatment Requirements 

1. The permittees pretreatment program has been approved. The program is an enforceable part ofthis permit. 
The permittee shall: 

a. Withinl^O days of the effective date of this permit, submit to the DEQ-Northern Regional Cf^ 
survey of all Industrial Users meeting the requirements of the VPDES Permit regulation, 9VAC25-31-10et 
seq. and who is discharging to the PCTW. The information shall be submitted to the PQTW on the DEQ ŝ 
Discharger Survey Form or an equivalentform that includes the quantity and quality of the wastewater. 
Survey results shall include the identification ofsignificant industrial users ofthe PCTW. 

In lieu ofthe survey,the permittee may elect to develop and submit for approvalaplan to continuously 
survey the industrial community in their^urisdiction. This plan must be implemented within 90 days of its 
approval by DEQ-NRQ. 

b. Within one year ofthe effective date ofthis permit, the permittee shall develop or reevaluate the l o c a l l y 
using current influent, effluent and sludge monitoring data and submit the data and results ofthe evaluation 
toDEQ-NRQ. All Significant Industrial Users shall be sampled at the end ofany categorical process and at 
the entrance to the treatment works. 

c. Submit to the DEQ-NRCan annual report that describes the permittees program activities over the previous 
year. The annual report shall be submitted no later than lanuary^lof each year and shall include: 

1) An updated list ofthe Significant Industrial Users (SlUs)to include Categorical mdustrialUsers^ 
as defined in subdivision^.c.of this section, noting all of the following: 

a) Facility address and contact name, including email and phone numbers 

b) Contactinformation,SIU Codes, andNAICS Codes foreachS^CIU^ 

c) Explanation ofSIUsdeletedfrom the previous year^slist^ 

d) Identify which mdustrial Users (lUs)are subject to Categorical Standards and note which Standard 
(ie. metal finishings 

e) Specifywhich 40 CFR Part(s)is/are applicable^ 

f) mdicate which lUs are subject to local standards that are more stringent than Categorical 
Pretreatment Standardŝ  

g) Indicate which lUs are subject only to local requirements^ 

h) IdentifywhichlUs are sub^ectto Categorical Pretreatment Standards that are subject to reduced 
reporting requirements under9VAC25-31-^40.E.3.^ and 

i) Identify which lUs are non-significant Categorical Industrial Users. 
2) Asummary of the compliance status of each Significant Industrial User with pretreatment standards and 

permit requirements. 

3) A summary ofthe number and types ofSignificant Industrial User sampling and inspections performed 
bythePQTW 

4) All information concerning any interference, upset,VPDES permit or WaterQuality Standards 
violations directly attributable to Significant mdustrial Users and enforcement actions taken to a 
said events. 
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5) A description ofall enforcement actions taken against Significant Industrial Users overthe previous 12 
months 

6) A summary ofany changes to the submitted pretreatment program that has not been previously reported 
totheOEQ-NRO. 

7) A summary ofthe permits issued to Significant Industrial Users since the last annual report. 

^) POTW and self-monitoring results for Significant Industrial Users determined to be in significant non-
compliance during the reporting period. 

9) Results ofthe POTW^sinfluent/effluent/sludge sampling, not previously submitted to the DEQ-N^ 

10) Oopies of newspaperpublications of all Significant mdustrialUsersinsignificant non-compliance 
during the reporting period. This is due no later than March3Iof each year. 

11) Signature of an authorized representative. 

d. Submit any changes to the approved pretreatment program to the DEQ-NROand obtain approval before 
implementation ofthe changes. 

e. Ensure all Significant mdustrialUsers^ permits are issued and reissued inatimely manner and thatthe 
Significant mdustrialUserpermits issued by the POTW are effective and enforceable. 

f. Inspect and sample all Significant Industrial Users ataminimum of onceayear. 

1) Sampling shall include all regulated parameters, and shall be representative ofthe wastewater 
discharged. 

2) mspectionofme Significant mdustrial Users shall cover all areas that could result in waŝ ^ 
discharge to the treatmentworks including manufacturing, chemical storage, pretreatment facilities, spill 
prevention and control procedures, hazardous waste generation and Significant Industrial UseBs self 
monitoring and records. 

g m^plementthereportingrequirementsofPartVIt ofthe VPOES Permits 
through9VAO25-31-900). 

h. Review the Legal Authority and Enforcement Response Plan (ERP)to ensure they meet state andfederal 
regulatoryrequirements. The approved Legal Authority and ERF are enforceable parts of this permit and 
shall be implemented. 

i . Ensure that adequate resources are available to implement the approved program. 

^. Meet all public participation requirements and annually public notice Significant mdustrial Users in 
significantnon-compliance with pretreatment standards and requirementsforthe previous 12 months. 

The DEQ may require the POTW to institute changes to its pretreatment program: 

a. If the approved program is not implemented inawaysatisfyingthe requirements ofthe Oiean Water Act, 
Water Control Law or State regulations^ 

b. Ifproblems such as pass-through, interference, water quality standards violations or sludge contamination 
develop or continued and 

c. Iffederal, state or local requirements change. 
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3. Program Streamlining: 

a. The Control Authority may determine that an mdustrial User subject to categorical Pretreatment Standards 
under9VAC25-31^0 and 40 CTR chapter l,subchapterNisaNon-SignificantCategorical^ 
ratherthanaSignificantmdustrial User onafindingthatthe Industrial User never discharges more thanlOO 
gallons per day (gpd) of total categorical wastewater(excludingsanitary,non-contact cooling and boiler 
blowdown wastewater, unless specifically included in the Pretreatment Standard) and thefollowing 
conditions are met: 

1) The Industrial User, priorto Control Authority^sfinding, has consistently complied with all applicable 
categorical Pretreatment Standards and Requirementŝ  

2) The mdustrial User annually submits th^ 
with any additional information necessary to supportthe certification statement and 

3) The Industrial Usernever discharges any untreated concentrated wastewater. 

b. Uponafinding that an industrial user,meeting the criteria in subdivision3.c.2and3below,has no 
reasonable potentialfor adversely affecting the PCTW ŝ operation orforviolating any p r e ^ 
or requirement, the control authority may at any time, on its own initiative or in response toapetition 
received from an industrial user or POTW and in accordance with Part VII (9VAC25-31-730etseq.)ofthis 
chapter, determine that such industrial user is notasignificant industrial user. 

c. A Significant Industrial User(SIU) is an industrial userthat: 

1) Is subject to Categorical Pretreatment Standards under 9VAC25-31-7^0 and incorporated by reference 
i n 9 V A C 2 ^ 1 B ^ 

2) Discharges an average of25,000 gallons perworkdayormoreofprocesswastewaterto the POTW 
(excluding sanitary,noncontact cooling water,and boiler blowdown wastewater)̂  

3) Contributesaprocess waste stream that makes up 5^ or more of the average dry weather hydraulic or 
organic capacity of the POTW^ or 

4) Has reasonable potentialfor adversely affecting the POTW^soperationorforviolating any 
pretreatment standard or requirement. 

^Vn^er^ftluentTo^city Program Requirements 

1. Biological Monitoring 

a. m accordance with the schedule in Part I.D.2.below,the permittee shall conduct annual chronic toxicity 
tests during this permitterm. The permittee shall collect24-hour flow-proportioned composite samples of 
final effluentatOutfall 001. 

The chronic tests to use are: 

Chronic 3-Brood Static Renewal Survival and ReproductionTest u s i n g ^ ^ ^ ^ 

Chronic7-Day Static Renewal Survival and OrowthTest using ^ ^ ^ ^ ^ ^ ^ ^ ^ 

These chronic tests shall be conducted in such a manner and at sufficient dilutions (minimum of five 
dilutions) to determine the "No Observed Effect Concentration" (NOEC) for survival and reproduction or 
growth. Results which cannot be quantified (i.e., a "less than" NOEC value) are not acceptable and a retest 
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shall be performed. The NCEC, as determined by hypothesis testing, shall be converted to TU^Chronic 
Toxic Units)forDischargeMoni^^ 
at 4^ hours and the iC^with the NOEC ŝ in the test report. 

b. The permittee may provide additional samples to address data variability. These data shall he reported. 
Test procedures and reports 

c. The test dilutions shall be able to determine compliance with the following endpoints: 

Chronic NOEC^6^equivalenttoaTU^1.47 

d. The test data will be evaluated statisticallyfor reasonable potential at the conclusion of the test period. The 
data may be evaluated sooner ifrequested by the permittee or iftoxicity has been noted. Should evaluation 
of the data indicate thatalimit is warranted,aWET limit and compliance schedule will be required. 

e. The permitmay be modified orrevoked and reissued to include pollutant specific limits in lieu ofaWET 
limit should it he demonstrated thattoxicity is due to specific parameters. The pollutant specific limitation 
shall control the toxicity ofthe effluent. 

f. Should the permittee conduct toxicity testing ofthe effluent prior to the compliance date listed 
scheduleinPartTD.2.below,the results ofthe testand the testreport shall be reported with the DMT^for 
the monthfollowingthe receipt ofthe testingresults. in no case shall this exceed45daysfrom the 
completion ofthe test or the report submission date below, whichevermay occur first. 

2. Reporting Schedule 

The permittee shall monitor during the specified periods shall reportthe results on me DM 
one copy ofthe toxicitytestreport specified in this Whole EffluentToxicity Program in accordance wi^^ 
following schedule: 

* Period , , - , Sampling Period , • DMR'Report Submission Dates 

Annual 1 January 1, 2014 - December 31, 2014 January 10,2015 

Annual 2 January 1, 2015 - December 31, 2015 January 10, 2016 

Annual 3 January 1,2016- December 31,2016 January 10, 2017 

Annual 4 January 1,2017- December 31,2017 January 10,2018 

E. Other Requirements and Special Conditions 

1. 95% Capacity Reopener 
A written notice and a plan of action for ensuring continued compliance with the terms of this permit shall be 
submitted to the DEQ-Northem Regional Office (DEQ-NRO) when the monthly average flow influent to the 
sewage treatment plant reaches 95 percent of the design capacity authorized in this permit for each month of any 
three consecutive month period. The written notice shall be submitted within 30 days and the plan of action 
shall be received at the DEQ-NRO no later than 90 days from the third consecutive month for which the flow 
reached 95 percent ofthe design capacity. The plan shall include the necessary steps and a prompt schedule of 
implementation for controlling any current or reasonably anticipated problem resulting from high influent flows. 
Failure to submit an adequate plan in a timely manner shall be deemed a violation of this permit. 

2. Indirect Dischargers 
The permittee shall provide adequate notice to the Department of the following: 
a. Any new introduction of pollutants into the treatment works from an indirect discharger which would be 

subject to Section 301 or 306 of Clean Water Act and the State Water Control Law i f it were directly 
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discharging those pollutants^ and 

b. Any substantial change in the volume or character ofpollutants being introduced into the treatment works 
byasource introducing pollutants into the treatment works at the time ofissuance of this permit. 

c. Adequate notice shall include information on (i) the quality and quantity of effluent introduced in^ 
treatment works, and (ii) any anticipated impact ofthe change on the quantity or quality ofeffluent to be 
discharged from the treatment works. 

3. Operation and Maintenance(O^M) Manual Requirement 
The permittee shall maintainacurrent Operations and Maintenance(O^M)Manualforthe treatment works that 
is in accordance with^irginia Pollutant Discharge Elimination System Regulations, 9VAC25-31and(for 
sewage treatment plants)Sewage Collection andTreatment Regulations, 9VAC25-790. 

The O^M Manual and subsequent revisions shall include the manual effective date and meet Part ll.r^.2 and 
Part 11.1 .̂4Signatory Requirements of the permit. Any changes in the practices and proceduresfollowed by the 
permittee shall be documented in the O^M Manual within 90 days ofthe effective date ofthe changes. The 
permittee shall operate the treatment works in accordance with the O^M Manual and shall make the O^M 
manual available to Department personnel for review duringfacility inspections. Within 30 days ofarequest by 
DEQ, the current O^M Manual shall be submitted to the DEQ-NROfor review and approval. 

The O ^ M Manual shall detail the practices and procedures which will be followed to ensure compliance with 
the requirements of this permit.This manual shall include, but not necessarily be limited to, the following items, 
as appropriate: 
a. Permitted outfall locations and techniques to be employed in the collection, preservation, and analysis of 

effluent, storm water and sludge sampleŝ  
b. Procedures for measuring and recording the duration and volume oftreated wastewater discharged^ 
c. Discussion ofBest Management Practices, i f applicable^ 
d. Procedures for handling, storing, and disposing ofall wastes, fluids, and pollutants characterized that will 

pre vent these materials from reaching state waters. Eist type and quantity ofwastes, fluids, and pollutants 
(e.g.chemicals)storedatthisfacility^ 

e. Discussion oftreatment works design, treatment works operation, routine preventative maintenance of units 
within the treatment works, critical spare parts inventory and record keepings 

f. Planfor the management and/or disposal of waste solids and residueŝ  
g. Hours of operation and staffing requirementsforthe plant to ensure effective operation of the ^ 

works and maintain permit compliances 
h. Eist offacility,local and state emergency contactŝ  and 
i . Procedures for reporting and responding to any spills/overflows/treatment works upsets. 

4. CTCandCTO Requirement 
m a c c o r d a n c e w i m ^ ^ ^ C ^ ^ ^ ^ ^ ^ 7 ^ ^ ^ ^ r e g u l a t i o n (9 
Certificate to Construct(CTC)andaCertificate to Operate(CTO)from the Department ofEnvironmental 
Quality priorto constructing wastewater treatment works and operating the treatrrtent works, respecti^^ Non 
compliance with the CTC or CTQ shall be deemedaviolation of the permit. 

5. Licensed Operator Requirement 
The perrrtittee shall employ or contract at least one Classllicensed wastewater works operatorforthisfacility. 
The license shall be issuedinaccordance with Title 54.1 ofthe Code ofVirginia and the regulations of the 
Boardfor Waterworks andWastewaterWorks Operators. The permittee shall notify the Department in writing 
whenever he is not complying, or has groundsfor anticipating he will not comply with this requirement. The 
notification shall includeastatement of reasons andapromptschedulefor achieving compliance. 

6. Reliability Class 
The permitted treatment works shall meet Reliability Class 1. 
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Sludge Reopens 
The Board may promptly modify or revoke and reissue this permit if any applicable standardfor sewage sludge 
use or disposal promulgated under Section 405(d) ofthe Clean Water Act is more stringent than any 
requirementsfor sludge use or disposal in this permit, or controlsapollutant or practice not limited in this 
permit 

Sludge Use and Disposal 
The permittee shall conduct all sewage sludge use or disposal activities in accordance with the Sludge 
Ivlanagement Plan (SMP) approved with the issuance of this permit. Any proposed changes in the sewage 
sludge use or disposal practices or procedures followed by the permittee shall be documented and submittedfor 
DEQ-NRQ approval 90 days priorto the effective date ofthe changes. Upon approval, the revised SlVlP 
becomes an enforceable part of me permit. The permit may be modified or alternatively revoked and reissued to 
incorporate limitations or conditions necessitated by substantive changes in sewage sludge use or disposal 
practices. 

E3/E4 
The annual average concentration limitations forTotal Nitrogen and/orTotal Phosphorus are suspended during 
any calendaryearinwhichthefacility is considered by DEQ to beaparticipant in the Virginia Environmental 
Excellence Program in good standing at eitherthe Exemplary Environmental Enterprise (E3) level orthe 
Extraordinary Environmental Enterprise (E4) level, provided that thefollowing conditions have also been met: 

a. Thefacility has applied for(or renewed) participation, been accepted, maintainedarecord of sustained 
compliance and submitted an annual report according to the program guidelines^ 

b. The facility has demonstrated that they have in placeafully implemented environmental management 
system (ElVlS) with an alternative compliance method that includes operation ofinstalled nutrient removal 
technologies to achieve the annual average concentration limitations^ and 

c. The E3^4designationfrom DEQ and implementation of the ElvlS has been in effectfortheful^ 
year. 

The annual average concentration limitationsforTotal Nitrogen and/orTotal Phosphorus, as applicable, are no 
suspendedinanycalendaryearfollowingayear in which the facility failed to achieve the annual average 
concentration limitations as required by b. above. 

Nutrient Reopener 
This permit may be modified or,altematively,revoked and reissued: 

a. Ifany approved wasteload allocation procedure, pursuant to Section 303(d) ofthe Clean Water Act, imposes 
wasteload allocations, limits or conditions on thefacility that are not consistent with the permit 
requirements^ 

b. Toincorporate technology-based effluent concentration limitationsfornutrients in con^u^ 
installation ofnutrient control technology, whether by new construction, expansion orupgrade, or 

c. Toincorporate alternative nutrient limitations and/or monitoring requirements, should: 
i . the State Water Control Board adopt new nutrient standardsforthe water body receiving the 

discharge, including the Chesapeake Bay or its tributaries, or 
i i . afuture water quality regulation or statute require new or alternative nutrient control. 

Nutrient Offsets 
Any annualTotal Nitrogen and/orTotal Phosphorus loadings above and beyond those permitted prior to July 1, 
2005 shall be offset subject toaDEQ-approved trading contract prepared in accordance with 62.1-44.19:12-:19 
of the Eaw and 9VAC25-820-10et seq.,and which includes, but not limited to, thefollowing: 

a. Discussion ofthe source ofthe acquired allocations, 
b. Discussion ofotherpermitted facilities involved in the trade, and 
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c. Discussion ofany non-point source allocations acquired. 

This proposal shall provideforthe waste loads that are projected to be discharged on an annual basisforthe term 
of this permit, and shall be approved prior to the commencement of discharge from the new or expandedfacility. 
Cuce approved, the conditions ofthe proposal pertaining to verification ofnon-point allocations acquired, or self-
offsetting practices implemented, become an enforceable part of this permit. 

12 PCB PollutantMinimization Plan 
The permittee has completed low-detection level, congener specific monitoring ofthe effluent for PCBs. 

a. PollutantMinimization Plan (PMP) 
Upon notification from DEQ-NROthat the PCB monitoring results fortheeffi^^ 
potential to exceed the water quality criterion or an actual exceedance ofthe Wasteload Allocation 
specified in the PCB TMDEforthe Tidal Portions ofthe Potomac and AnacostiaRivers in the District of 
Columbia, Maryland, and Virginia(approvedCctober31,2007 by EPA), the permittee shall submit to 
E^EQ-NRC for review and approvalaPollutant Minimization Plan (PMP) designed to investigate the 
location and potential reduction ofsourcesofPCBs in the collection system. The PMP shall be 
submitted withinl^O days of the date of the notification letter. 

The PMP shall detail the practices and procedures which will be followed to investigate the location and 
potential reduction ofsourcesofPCBs. This PMP shall include, but not necessarily be limited to, the 
following items, as appropriate: 

1) Provideafacilit^ contact for the contents of the PMP and any activities associated with the PMP̂  
2) Provideaproposed implementation schedulefor minimization activities and prospective milestoneŝ  
3) Propose actionsforknown or probable sourceŝ  
4) Propose actions to find and control unknown sourceŝ  
5) Summarize any previous minimization activities^ 
6) Present methods for measuring, demonstrating, and reporting progresŝ  

i) May include an evaluation ofthe total PCBs and/or PCB congener distribution in the initial 
source intake waterto determine the net contributions ofPCBs introduced to the treatment 
works. 

ii) May include raw influent testing using either grab or composite samples as well as 
sampling upstream in the collection system. Screening methods may be utilized to target 
specific areas ofinterest. 

iii) Alternative PCB test methods are acceptable provided analytical sensitivity is sufficient for 
detection and quantification. 

iv) May perform mrther monitoring ofthe final eftluent to determine effectiveness o^ 
reduction efforts and to reestablishanew baseline for PCBs in the final effluent. 

7) Estimate the PCB load reduction provided by treatments and 
8) Provide information on continuing assessment ofprogress, which may include establishment of 

criteria to evaluate whetherthe location and potential reduction ofPCB sources has been addressed, 
and whetheramore routine follow-up awareness, education, and inspection approach is appropriate. 

b. PollutantMinimization Plan (PMP) Annual Report 
Ifthe permittee is required to implementaPMP in accordance with this special condition, an Annual 
Report shall be submitted toDEQ-NROfor review and approval by EebruarylO^forthe previous 
PMP activities. 

The Annual Report shall: 
1) Summarize PMP Achievement for investigatingthe location and potential reduction of sources of 

PCBs in the collection system during the past calendaryear^ 
2) Address any revisions needed for the PMPfor the coming year̂  
3) Address material and process modifications, if applicable^ 
4) Summarize measures taken to address known, probable and potential sourceŝ  and 
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5) Discuss incremental and cumuiatiyccbangcsfrom tbe basciinc loading. 

13 Total Maximum Daily Load (TMDL)Rcopcncr 
Tbis permit sball be modified or alternatively revoked and reissued if any approved wasteload allocation 
procedure, pursuant to Section 303(d) of tbe ClcanWatcr Act, imposes wasteload allocations, limits or 
conditions on tbe facility tbat arc not consistent witbmc permit requirements. 
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CONDITIONS APPL1CABLETC ALL VPDES PERMITS 

A. Momtormg 

1. Samples and measurements taken as requiredby this permit shallbe representative of the monitored 
activity. 

2. Monitoring shall he conducted according to procedures approved under Title 40 Code of Federal 
RegulationsPart 136 or alternative methods approvedbytheU.S. Environmental Protection Agency, 
unless other procedures have been specified in this permit. 

3. The permittee shallperiodicallycalibrateandperform maintenance procedures on all monitoring and 
analytical instrumentation at intervals that will insure accuracy of measurements. 

4. Samples taken as required hy this p e r m i t 
for Noncommercial Environmental Laboratories, or 1VAC30-46, Accreditation for Commercial 
Environmental Laboratories. 

B. Records 

1. Records ofmonitoring information shall include: 
a. The date, exact place, and time of sampling ormeasurements^ 
b. The individual(s)who performed the sampling ormeasurements^ 
c. The date(s)andtime(s)analyses were performed^ 
d. The individual(s)who performed the analyseŝ  
e. The analytical techniques or methods used̂  and 
f. The results of such analyses. 

2. Exceptfor records of monitoring information required by this permit related to the permittees sew 
sludge use and disposal activities, which shall be retainedforaperiod of at least five years, the p e r m i t 
shall retain records of all monitoring information, including all calibration and maintenance records and 
all original strip chart recordingsfor continuous monitoring instrumentation, copies of all reports required 
by this permit, and records of all data used to complete the applicationfor this permit,foraperiod of a 
least3years from the date of the sample, measurement, report or application. This period of retention 
shall be extended automatically during the course of any unresolved litigation regarding the regulated 
activity orregarding control standards applicable to the permittee, or as requested bythe Board. 

C. Reportm^MomtoringRes^ts 

1. The permittee shall submitme results ofthe monitoring required by this permit not laterthan the 10th day 
of the month after monitoringtakes place, unless anomer reporting schedule is specified elsewhere in this 
permit. Monitoring results shall be submitted to: 

DepartmentofEnvironmental Quality-Northern Regional Office (DEQ-NRO) 
13901 Crown Court 
Woodbridge,VA22193 

Monitoring results shall be reported onaDischarge Monitoring Report (DMR) or onforms provided, 
approved or specified by the Department. 

2. Ifthe permittee monitors any pollutant specifically addressed by this permit more frequently than 
by this permit using test procedures approved under Title 40 ofthe Code ofEederal Regulations Part 136 
or using other test procedures approved by the U.S. Environmental Protection Agency or using 
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procedures specified in this permit, the results ofthis monitoring shall be included in the calculation and 
reporting ofthe data submitted in the DlVlR or reporting form specified by the Depart 

3. Calculations for all limitations which require averaging of measurements shall utilize an arithmetic mean 
unless otherwise specified in this permit. 

^utyto provide Information 

The permittee shall mrnish to the Department,withinareasonable time, any information which the Boar^ 
may request to determine whether cause exists for modifying, revoking and reissuing,or terminating this 
permit or to determine compliance with this permit. The Board may require the permittee to furnish, upon 
request, such plans, specifications,andother pertinent information asmay be necessary to determinethe 
effect of me wastesfrom this discharge on the quality of state waters, or such other information as may be 
necessary to accomplish the purposes ofthe State Water Control Law. The permittee shall alsofumish to the 
Department upon request, copies ofrecords required to he kept hy this permit. 

E. Compliance Schedule Reports 

Reports of compliance or noncompliance with,or any progress reports on, interim and final requirements 
contained in any compliance schedule of this permit shall be submitted no later than l^daysfollowing each 
schedule date. 

F. Unauthorized discharges 

Except in compliance with this permit, or another permit issued by the Board, it shall be unlawfulfor any 
person to: 

1. Discharge into state waters sewage, industrial wastes, otherwastes, or any noxious or deleterious 
substanceŝ  or 

2. Otherwise alterthe physical, chemical or biological properties ofsuch state waters and make them 
detrimental to the public health, orto animal or aquatic life, orto the use ofsuch waters for domestic or 
industrial consumption, orfor recreation, orfor other uses. 

Ĉ  Reports ofUnauthorized discharges 

Any permittee who discharges or causes or allowsadischarge of sewage, industrial waste, other wastes or any 
noxious or deleterious substance into or upon state waters in violation of Part ll.E.^or who discharges or 
causes or allowsadischarge that may reasonably be expected to enter state waters in violation ofPartll.E., 
shall notify the Department ofthe discharge immediately upon discovery ofthe discharge, but in no case later 
than24 hours after said discovery. A written report of the unauthorized discharge shall be submitted to the 
Department, within five days ofdiscovery ofthe discharge. The written report shall contain: 

1. Adescription of the nature and location of the discharged 
2. The cause ofthe discharged 
3. The date on which the discharge occurred^ 
4. The length oftime that the discharge continued^ 
5. The volume ofthe discharged 
6. Ifthe discharge is continuing, how long it is expected to continued 
7. Ifthe discharge is continuing, whatthe expected total volume ofthe discharge will bê  and 
8. Any steps planned ortaken to reduce, eliminate and preventarecurrence of the present discharge or any 

future discharges not authorized by this permit. 
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Discharges reportable to the Department under the immediate reporting requirements of other regulations are 
exemptedfrom this requirement. 

Reports ofUnnsuai or Extraordinary discharges 

If any unusual or extraordinary discharge includingabypass or upset should occurfromatreatment works 
and the discharge enters or could he expected to enter state waters, the permittee shall prompts 
case later than24 hours, the Department by telephone after the discovery of the discharge. This notification 
shall provide all available details ofthe incident, including any adverse affects on aquatic life and the known 
number of fish killed. The permittee shall reduce the report to writing and shall submit it to the Department 
within five days ofdiscoveryof the discharge in accordance with Tart 11.1.2. Unusual and extraordinary 
discharges include but are not limited to any discharge resultingfrom: 

1. Unusual spillage of materials resulting directly or indirectlyfrom processing operationŝ  
2. Breakdown ofprocessing or accessory equipment 
3. Failure ortaking out ofservice some or all ofthe treatment works: and 
4. Flooding or other acts of nature. 

L Reports ofNoncompliance 

Thepermitteeshallreportanynoncompliancewhichmay adversely affectstatewatersormayendanger 
public health. 

1. An oral report shall be provided within24hoursfrom the time the permittee becomes aware of the 
circumstances. Thefollowing shall be included as information which shall be reported within24hours 
underthis paragraph: 
a. Any unanticipated bypasŝ  and 
b. Any upset which causesadischarge to surface waters. 

2. A written report shall be submitted within^days and shall contain: 
a. Adescription of the noncompliance and its caused 
b. The period ofnoncompliance, including exact dates and times, and ifthe noncompliance has not been 

corrected, the anticipated time it is expected to continued and 
c. Steps taken or planned to reduce, eliminate, and prevent reoccurrence ofthe noncompliance. 

The Board may waive the written report onacasebycase basis for reports of noncompliance under Fart 
11.1. if the oral report has been received within 24 hours and no adverse impact on state waters has been 
reported. 

3. The permittee shall report all instances ofnoncompliance not reported under Parts 11, l.l.or 1.2.,in 
writing, at the time the next monitoring reports are submitted. The reports shall contain the information 
listed in Part 11.12 

NOTF: The immediate (within 24 hours) reports required in Parts 11,G., IT.and 1. may be made to the 
Departments Northern Regional Office at (703) 583^800 (voice) or (70^ Tor reports 
outside normal working hours, leaveamessage and mis shall mlfill the immediate reporting requirement. 
For emergencies, the Virginia Department ofFmergency Services maintainsa24-hour telephone service at 
1 ^ 4 6 8 ^ 9 2 

^. Notice ofFlanned Changes 

1. The permittee shall give notice to the Department as soon as possible ofany planned physical alterations 
or additions to the permittedfacility. Notice is required only when: 
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a. The permittee plans alteration or addition to any building, structure,facility,or installations 
which there is or may beadischarge of pollutants, the construction of which commenced: 

1) After promulgation ofstandardsofperformance under Section 306 ofClean Water Act which are 
applicable to such sources or 

2) After proposal of standards of performance in accordance with Section 306 ofCleanWater Act 
which are applicable to such source, hut only ifthe standards are promulgated in accordance with 
Section 306 within 120 days of their proposals 

b. The alteration or addition could significantly change the namre or increase the quantity of pollutants 
discharged. This notification applies to pollutants which are subject neitherto effluent limitations 
to notification requirements specified elsewhere in this permit or 

c. The alteration or addition results inasignificant change in the permittees sludge use or disposal 
practices, and such alteration, addition, or change may^ustify the application ofpermit conditions that 
are different from or absent in the existing permit, includingnotification of additional use or disposal 
sites not reported during the permit application process or not reported pursuant to an approved land 
application plan. 

2. The permittee shall give advance notice to the Department ofany planned changes in the p e r m i t 
facility or activity which may result in noncompliance with permit requirements. 

Signatory Requirements 

1. All permit applications shall be signed as follows: 

a. Toracorporatiombyaresponsible corporate officer. Torthe purpose ofthissection,aresponsible 
corporate officer means: 
1) A president, secret^,treasurer,orvice-president ofthe corporation in charge ofaprincipal 

business mnction, or any omer person who performs similar policy-or decision-making functions 
for the corporation, or 

2) The manager of one ormore manufacturing, production, or operating facilities employingmore 
than 250 persons or having gross annual sales or expenditures exceeding ^25 million (in second-
quarter 1980 dollars), ifauthority to sign documents has been assigned or delegated to the 
manager in accordance with corporate procedureŝ  

b. Torapartnership or sole proprietorship: byageneral partner ortheproprietor,respectively^ or 

c. Toramunicipality,state,federal, or omerpublic agency: by eitheraprincipal executive officer or 
ranking elected official. Torpurposesofthissection,aprincipal executive officer ofapublic agency 
includes: 

1) The chief executive officer of the agency,or 
2) Asenior executive officer having responsibilityforthe overall operations ofaprincipal 

geographic unit ofthe agency. 
2. Al l reports required by permits, and other information requested by the Board shall be signed byaperson 

described in Part 11.1 .̂1., or byaduly authorized representative of that person. Apersonisaduly 
authorized representative only if: 

a. The authorization is made in writing byaperson described in Part 11.1̂ .1.̂  

b. The authorization specifies either an individual oraposition having responsibility forthe overall 
operation of the regulatedfacility or activity such as the position of plant manager, operator ofawell 
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orawell field, superintendent, position of equivalent responsibility,or an individual or position 
having overall responsibility for environmental mattersfor the company. (A duly authorized 
representative may thus be eitheranamed individual or any individual occupyinganamed position.)^ 
and 

c. The written authorization is submitted to the Department. 

3. Changes to authorization, If an authorization under Part 11.1 .̂2.is no longer accurate hecauseadifferent 
individual or position has responsibility forthe overall operation of thefacility,anewaumorization 
satisfying the requirements ofPart 11.1 .̂2.shall be submitted to the Department priorto or togetherwith 
any reports, or information to be signed by an authorized representative. 

4. Certification. Any person signingadocument under Parts 11,1 .̂1.or 1 .̂2.shall make thefollowing 
certification: 

T̂ certify under penalty oflaw that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified 
personnel properly gather and evaluate the information submitted. Based on my inquiry ofthe 
person or persons who manage the system, or those persons directly responsiblefor gathering 
the information, the information submitted is, to the best of my knowledge and belief, true, 
accurate, and complete, lam aware that there are significant penaltiesfor submitting false 
information, including the possibility of fine and imprisonmentfor knowing violations.^ 

L. T^uty to Comply 

Thepermitteeshall comply with allconditionsofthispermit. Any permit noncomplianceconstitutesa 
violation of the StateWater Control Law and the CleanWaterAct, except that noncompliance with certain 
provisions of this permit may constituteaviolation of the StateWater Control Law hut not the CleanWater 
Act. Permit noncompliance is grounds for enforcement actions for permit termination, revocation and 
reissuance, ormodification^ordenialofapermit renewal application. 
The permittee shall comply with effiuent standards or prohibitions established under Section 307^ 
CleanWaterActfor toxic pollutants and with standardsfor sewage sludge use or disposal established under 
Section405(d)oftheClean Water Act withinthetimeprovidedintheregulations that estahlishthese 
standards or prohibitions or standards for sewage sludge use or disposal, even if this permit has not yet been 
modified to incorporate the requirement. 

M.^utytoReapply 

Ifthe permittee wishes to continue an activity regulated by this permit afier me expiration date of th^ 
the permittee shall applyfor and obtainanew permit. All permittees withacurrently effective permit shall 
submitanew application at leastl^O days before the expiration date of the existing permit, unless permission 
foralater date has been granted by the Board. The Board shall not grant permissionfor applications to be 
submitted laterthan the expiration date ofthe existing permit. 

N. Effect ofaFermlt 

This permit does not convey any property rights in either real or personal property or any exclusive privileges, 
nor does it authorize any injury to private property or invasion of personal rights,or any infringement of 
federal, state or local law or regulations. 

CA State Law 

Nothing in this permit shall be construed to preclude the institution of any legal action under, or relieve the 
permitteefrom any responsibilities,liabilities,or penalties established pursuanttoanyotherstatelawor 
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regulation or under authority preserved by Section^lOof the Olean Water Act. Except as provided in permit 
conditions on ^bypassing^ (Part ll.U.), and ûpset̂  (Part ll.V.) nothing in this permit shall be const^ 
relieve the permit^eefrom civil and criminal penaltiesfor noncompliance. 

P. Oil and Hazardous Substance Liability 

Nothing in this permit shall be construed to preclude the institution ofany legal action or relieve the permittee 
from any responsibilities, liabilities, or penalties to which the permittee is or may be subject under Sections 
62.1^4.34:14through 62.1^.34:23ofthe State WaterOontrol Law. 

Q. Proper Operation and Maintenance 

Thepermitteeshallatalltimesproperlyoperateand maintain allfacilities and systemsof treatment and 
control(and related appurtenances) which are installed or used by the permittee to achieve compliance with 
tbe conditions of this permit. Proper operation and maintenance also includes effective plant performance, 
adequatefunding, adequatestaffing, andadequate laboratory andprocesscontrols, including appropriate 
quality assuranceprocedures. This provisionrequires theoperation of back-upor auxiliary facilities or 
similar systems which are installed by the permittee only when the operation is necessary to achieve 
compliance with the conditions of this permit. 

R. disposal ofSolids or Sludges 

Solids, sludges or other pollutants removed in the course of treatment or management of pollutants shall be 
disposed of inamanner so as to prevent any pollutant from such materialsfrom entering state waters. 

S. ^utytoMitigate 

The permittee shall take all reasonable steps to minimize or prevent any discharge or sludge use or disposal in 
violation of thispermit which has areasonahle likelihood of adversely affectinghuman healthor the 
environment. 

T. Need to Halt or Reduce Activity nota^elense 

It shall not beadefenseforapermittee in an enforcement action that it would have been necessary to halt or 
reduce me permitted activity in orderto maintain compliance with the conditions ofthis permit. 

U. Bypass 

1. ^Bypasŝ  means the intentional diversion of waste streams from any portion ofatreatment facility. The 
permittee may allow any bypass to occurwhich does not cause effluent limitations to be exceeded, but 
only i f i t also isfor essential maintenance to assure efficient operation. These bypasses are not subjectto 
the provisionsofPartsll,U.2.andU.3. 

2. Notice 
a. Anticipated bypass. Ifthe permittee knows in advance ofthe need forabypass,priornotice shall be 

submitted, ifpossible at least ten days before the date ofthe bypass. 
b. Unanticipated bypass.The permittee shall submit notice of an unanticipated bypass as required in 

Partll.l. 

3. Prohibition ofbypass. 
a. Bypass is prohibited, and the Board may take enforcement action againstapermittee for bypass, 

unless: 
1) Bypass was unavoidable to prevent loss oflife, personal injury,or severe property damaged 
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2) There were nofeasible alternatives to the bypass, such as the use of auxiliary treatment facilities, 
retention ofuntreated wastes, or maintenance during normal periods of equipment downtime. 
This condition is not satisfied ifadequate back-up equipment should have been installed in the 
exercise of reasonable engineering^udgment to preventabypass which occurred during normal 
periods ofequipment downtime or preventive maintenances and 

3) The permittee submitted notices as required under Part 11.U.2. 

b. The Board may approve an anticipated bypass, after considering its adverse effects, if the Board 
determines that it will meet the three conditions listed above in Part ll.U.3.a. 

V. Upset 

1. An upset constitutes an affirmative defense to an action broughtfor noncompliance with technology 
based permit effluent limitations ifthe requirements ofPartll.V.2.are met. A determination made during 
administrative review of claims that noncompliance was caused by upset, and before an actionfor 
noncompliance, is notafinal administrative action subject to^udicial review. 

2. A permittee who wishes to establish the affirmative defense ofupset shall demonstrate, through properly 
signed, contemporaneous operating logs, or otherrelevant evidence that: 

a. An upset occurred and that the permittee can identify the cause(s)of the upsets 
b. The permittedfacility was at the time being properly operated^ 
c. The permittee submitted notice ofthe upset as required in Part 11.1.̂  and 
d. The permittee complied with any remedial measures required under Part U.S. 

3. many enforcement proceeding the permittee seeking to establish the occurrence of an upset has the 
burden of proof. 

W.lnspection and Entry 

The permittee shall allow the Director, or an authorized representative, upon presentation of credentials and 
other documents as may be required by law, to: 

1. Euterupon me permittees premises wherearegulatedfacility or activity is located or co 
where records must be keptunderthe conditions ofthis permit 

2. Have access to and copy,atreasonable times, any records that must be kept underthe conditions ofthis 
permits 

3. mspect at reasonable times any facilities, equipment (including monitoring and control equipment), 
practices, or operations regulated or required underthis permits and 

4. Sample ormonitor at reasonable times,forthe purposes of assuring permit compliance or as otherwise 
authorized by the Clean Water Act and the State WaterControlLaw,any substances or parameters at any 
location. 

Tor purposes ofmis section, the timefor inspection shall be deemed reasonable during regular business bourse 
and whenever thefacility is discharging. Nothing contained herein shall make an inspection unreasonable 
during an emergency. 

^ Permit Actions 

Permits may be modified, revoked and reissued,or terminated for cause. The filing ofarequest by the 
permitteeforapermit modification, revocation and reissuance, or termination, oranotification of planned 
changes or anticipated noncompliance does not stay any permit condition. 



V A ^ ^ 4 
Part 11 

Pa^^ot^ 

Transfer ofpermits 

1. Permits are not transferable Except as provided in 
Part ff.Y.2.,apermit may be transferred by the permittee toanew owner or operator only if the permit 
has been modified orrevoked and reissued, oraminor modification made, to identify the new permittee 
and incorporate such otherrequirements as may be necessary underthe State Water Control Eaw and the 
CleanWaterAct. 

2. As an alternative to transfers under Part ll.Y.l.,this permit may be automatically transferred toanew 
permittee i f 
a. The current permittee notifies the Department at least 30 days in advance ofthe proposed transfer of 

the title to thefacility or property^ 
b. The notice includesawritten agreement between the existing and new permittees containinga 

specific datefortransfer of permit responsibility,coverage, and liability between mem^ 
c. Tbe Board does not notifytbe existing permittee and tbe proposed new permittee of its intentto 

modify orrevoke and reissue the permit. Ifthis notice is not received, the transfer is effective on the 
date specified in the agreement mentioned in Part ll.Y.2.b. 

^ Severability 

Tbe provisions of tbis permit are severable,and ifanyprovisionoftbispermitortbeapplicationofany 
provision of tbis permit to any circumstance is beld invalid, the applicationof sucb provision to other 
circumstances, and the remainder ofthis permit, shall not be affected thereby. 
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STANDARDS AND SPECIAL CONDITIONS FOR RECLAMATION AND REUSE 

Standards and Monitoring Requirements 

1. Outfall 650 - Level 1. Outfall 650 sampling location is designated as after all reclaimed water treatment 
units and prior to the discharge to the reclaimed water distribution system. Parameters to be sampled at 
Outfall 650 are E.coli, TRC, Turbidity, and pH. Parameters to be sampled at Outfall 001 location are 
cBOD; Total Nitrogen, and Total Phosphorus. 

a. During the period beginning the permit's effective date and ending with the permit expiration date, the 
permittee is required to monitor pollutants in the reclaimed water as described below for reuses specified in 
the Reclaimed Water Management Plan: 

Parameter Standard ( 1 ) Units Frequency Sample Type 

E. coli{1) Monthly Geometric mean |3): < 11 Colonies/100 ml 5D/W ( 4 ) Grab E. coli{1) 

CAT: 35 Colonies/100 ml NA Grab 

Total Residual Chlorine (TRC) | 5> NL mg/L Continuous Recorded Total Residual Chlorine (TRC) | 5> 

CAT: <0.5 mg/L Continuous Recorded 
pH , 6 ) 

6.0-9.0 Standard Units 1/D Grab 
cBOD, Monthly average: < 5 mg/L 3D/W 24 HC 

Turbidity ( 7 ) Daily average(8>: <2 NTU Continuous Recorded Turbidity ( 7 ) 

CAT: > 5 NTU Continuous Recorded 

Reclamation System Flow< 9 ) Monthly average: NL MGD Continuous TIRE"" Reclamation System Flow< 9 ) 

Monthly maximum: NL MGD Continuous TIRE"" 

Influent Flow ( l 0 ) Monthly average: NL MGD Continuous TIRE Influent Flow ( l 0 ) 

Monthly maximum: NL MGD Continuous TIRE 
Total Nitrogen ( 1 2 ) 

NL mg/L 3D/W 24 HC 
Total Phosphorus(,2) 

NL mg/L 3D/W 24 HC 

NA = Not Applicable NL = No Limit 
CAT = Corrective action threshold NTU = nephelometric turbidity unit 
MGD = Million gallons per day TIRE = Totalizing, indicating, and recording equipment 
3DAV = Three days per week I fD - Once per day 
5D/W = Five days per week 

24 HC = A flow proportional composite sample collected manually or automatically, and discretely or continuously, for the entire discharge of the monitored 
24-hour period. Where discrete sampling is employed, the permittee shall collect a minimum of twenty-four (24) aliquots for compositing. Discrete 
sampling may be flow proportioned either by varying the time interval between each aliquot or the volume of each aliquot. Time composite samples 
consisting of a minimum of twenty-four (24) grab samples obtained at hourly or smaller intervals may be collected where the permittee demonstrates 
that the discharge flow rate (gallons per minute) does not vary by 10% or more during the monitored discharge. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 

(1) With the exception of cBOD5, Total Nitrogen, and Total Phosphorus, Level 1 standards must be met at the point of compliance (POC) designated as internal 
outfall 650. The POC shall be just upstream of disinfection for turbidity, at the end contact period for total residual chlorine, and as specified in the approved 
operations and maintenance manual of the reclamation system for all other standards. 

(2) After disinfection. 
(3) For the purpose of calculating the geometric mean, bacterial analytical results below the detection level of the analytical method used shall be reported as 

values equal to the detection level. 
(4) For reclamation systems treating municipal wastewater, bacterial samples shall be collected between 10:00 a.m. and 4:00 p.m. to coincide with peak flows to 

the reclamation system. 
(5) The TRC standard applies only if chlorine is used for disinfection. TRC is measured after a minimum contact time of 30 minutes at average flow or 20 

minutes at peak flow. 
(6) A pH meter shall be used for all pH analysis of reclaimed water. 
(7) Turbidity analysis shall be performed by a continuous, on-line turbidity meter equipped with an automated data logging or recording device and an alarm to 

notify the operator when the CAT for turbidity in the standard for Level 1 has been reached. Compliance with the average turbidity standard shall be 
determined daily, based on the arithmetic mean of hourly or more frequent discrete measurements recorded during a 24-hour period. See Part III .B.5 for 
additional information regarding turbidity monitoring. 

(8) Daily average is the arithmetic mean of hourly or more frequent discrete turbidity measurements recorded during a 24-hour period. 
(9) The designated design capacity for the reclamation system is 6.6 MGD. 
(10) The design capacity of the wastewater treatment works that will divert source water or effluent to the reclamation system is 67 MGD. 
(11) Influent flow shall be monitored at the Reclamation and Reuse flow meter prior to the chlorine contact chamber. 
(12) There shall be no nutrient management requirements for irrigation reuse of the reclaimed water provided by the reclaimed water distribution system based on 

an annual average concentration of total nitrogen (N) and total phosphorus (P) < 8.0 and < 1.0 mg/L, respectively. Annual average concentrations of total N 
and total P shall be the arithmetic mean of the monthly average concentrations of these nutrients for the most recent 12 consecutive months of monitoring. 

Results for the above parameters shall be included in the monthly monitoring report submitted to the DEQ 
Northern Regional Office by the 1 Oth of each month for the preceding month's performance. 
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B. Special Conditions for ^Vater Reclamation and Rense 

1. Prohibitionsfor Reuse and Reclamation. 

Tbe following are prohibit 

a. Direct potable reused 

b. The reuse of reclaimed waterfor any purpose insidearesidential or domestic dwelling orabuilding 
containingaresidential or domestic unit̂  

c. The reuse ofreclaimed water to fil l residential swimming pools, hot tubs or wading poolŝ  

d. The reuse of reclaimed waterfor food preparation or incorporation as an ingredient into food or 
beveragefor human consumptions 

e. Bypass of untreated or partially treated wastewaterfrom tbe reclamation system or any intermediate 
unit process to tbe point ofreuse unless tbe bypass complies witb standards and requirements specified 
in mis permit and is for essential maintenance to assure efficient operations and 

f Tbe return ofreclaimedwaterto tbe reclaimed water distribution system after tbe reclaimed water bas 
been delivered to an end user. 

2. Nuisance Conditions. 
There shall be no nuisance conditions(e.g.,ponded waterthat attracts mosquitoes or other vectorŝ  strong 
odors that the Department determines are me subject offrequent and wide spread complaints from the 
surrounding community^ any condition determined byacourtoflaw to beanuisancecondition)resulting 
from tbe distribution, use or storage of reclaimed water. 

3. Reclamation and Reuse Reopener. 
Tbe Board may modify or revoke and reissue tbis permit ifany applicable standards orrequirements for 
waterreclamation and reuse promulgated underthe Water Reclamation and Reuse Regulation (9VAC25-
740)are more stringentthan or are in addition to any standards orrequirementsfor water reclamation and 
reuse contained in tbis permit. 

4. Submittal oflVlonitoring Reports. 
Discbarge of reclaimed water from reclamation system and system storagefacilitytoareclaimed water 
distribution system,anonsystemstoragefacility or directly toareuse of tbe reclaimed water at any time 
for any duration withinamonthlyreportingperiod, shall require monitoring in accordance with Part lll .A. 
and submittal ofamontbly monitoring report fortbe discbarge 

5. Corrective Action TbresboldforTurbidity and TRC. 
Sbould reclaimed waterreacb tbe corrective a 
Part: l l l .A. of this permit, the operator of the reclamation system shall immediately initiateareview of 
treatment operations and data to identifytbe cause of me CAT monitoring results to bring tbe reclaimed 
water back into compliance witb tbe standards. Resampling or diversion sball occur witbin one bour of 
first reaching tbe CAT. Procedures forresampling, operational review and diversion shall be as described 
intbe approved operations and maintenance manualfortbe reclamation system. Ifsubsequentmonitoring 
results of the resamples collected within one hour of the first CAT monitoring resultsformrbidityand/or 
TRCcontinue to reach tbe CAT,tbe reclaimed water sball be considered substandard or reject water and 
shall be diverted to eimerstoragefor subsequent additional treatment or retreatment or discharged toa 
VPDES permitted effluent disposal system.Ifthe reclamation system is unattended, the diversion ofreject 
water shall be initiated and performed with automatic equipment. There shall be no automatic restarts of 
distribution to reuse until the treatment problem is corrected. Failure to divert the substandard or reject 
water after one hour of CAT monitoring results shall be consideredaviolation of this permit. Upon 
resuming discharge of reclaimed waterto the reclaimed water distribution systemforwhich the CAT was 
reached, resampling for turbidity and/orTRCshalloccurwithin one hourto verify proper treatment. 
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6. Corrective Action Thrcsholdfor Bacteria. 
Should the reclaimed water reach the CAT for B^.^/specified in Part lll .A of this permit for Fcvcll 
reclaimed water, the operator of the reclamation system shall immediately initiatcarcvicw of treatment 
operations and data to identify the cause ofthe CAT monitoring results to bring the reclaimed water back 
into compliance with the standards. Proccdurcsfor operational review shall be as described in the 
approved operations and maintenance mannalfor the reclamation system. Two consecutive bacterial 
monitoring results that reach the CATof the standards shall be considcrcdaviolation of this permit. 

7. Failure to Rcsamplc. 
Failure to rcsamplc after determination that monitoring results arc not in compliance with the CAT 
standards for reclaimed water in Fart lll.A, or to divert or discharge substandard or reject water in 
accordance with Part lll.B.5.shall be dccmcdaviolation of this permit. 

8. OnlincTurbidity Meter. 
Should the on-line turbidity meter for the reclamation system go out ofscrvicc for cither planned or 
unplanned repair, samples shall be manually collected forturbidity analysis atfourhour intervals up toa 
maximum offivcdays.Followingthcfivc-daypcriodofrcpair, continuous, on-lincmonitoringwitha 
turbidity meter shall resume 

9. Class Operator. 
The classification ofthe opcratorforthc reclamation system is Class 1. The permittee shall employ or 
contact at least one operator who holdsacurrcntClasslliccnsc and the license shall be issued in 
accordance with Title 54.1 ofthe Code ofVirginia and the regulations ofthe Board for Waterworks and 
WastcwatcrWorks Operators. The pcrmittc shall notify the OFQ Northern Regional Office in writing 
when compliance with this requirement is not being achieved or it is anticipated that compliance with this 
requirement will not be achieved. The notification shall includcastatcmcnt of reasons andaprompt 
schcdulcfor achieving compliance. 

The reclamation system shall be manned while in operation and under the supervision of the Classl 
Operator unless the system is equipped with remote monitoring and, as applicable, automated diversion of 
substandard or reject water in accordance with Part 111.B.5.of this permit. 

10. Operation and Maintenance Manual for the Reclamation System. 
Any changes in the practices and procedures followed by the permittee shall be documented in the O^M 
Manual within 90 days ofthe effective date ofthe changes. These changes shall reflect the practices and 
proccdurcsfollowcd by the permittee to ensure compliance with the permit. Upon approval, these changes 
to the O^M manual shall be incorporated into the existing document and be an enforceable part ofthe 
permit. 

Thc opcrations and maintenance manual shall be maintained on site at the Noman M. Cole, Jr., Pollution 
Control Plant and the reclamation system and shall, ataminimum, contain thc.following related to the 
operations and maintenance ofthe reclamation system: 

a. A description ofunit treatment processes within the reclamation system and stcp-by-stcp instructions 
forthc operation ofthese processeŝ  

b. Adcscription of all appurtenances associated with the reclamation system (i.e., storagcfacilitics, 
distribution system, etc.), stepbystcpinstructionsfor their operation, andadescription of their 
maintenances 

c. Routine maintenance and schedules of maintcnanccfor each unit treatment process in the systems 

d. The criteria and equipment used to make continuous determinations ofthe acceptability ofthe 
reclaimed water being produced and alarm set pointsfor parameters measuredbycontinuous online 
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monitoring equipments 

e. Descriptions ofthefollowing that shall comply with the standard and conditions of this permit: 

(1) Reclaimed water sampling and monitoring procedures and equipment. This shall include, but is not 
limited to,adescription of sample handling, preservation and chemical analyseŝ  and calibration 
and schedules of calibrationfor monitoring equipments 

(2) The sampling location^for the points of compliances and 

(3) Control system, alarmfunctions, record keeping and reportŝ  

f Hours of reclamation system operation, hours that the system will be staffed, procedures to befollowed 
hythestaffduringaperiod when an operator is not present at the system, and training ofthe staff 
regarding operation and maintenance ofthe systems 

g. The physical steps and procedures to hefollowedhy the operator when substandard water is heing 
produced, including resampling and operational review required in accordance with Part 111.B.5 and 6. 
of this permits 

h. The physical steps and procedures to he followed hy the operator when the treatment works returns to 
normal operation and acceptable quality reclaimed water is again being produced: 

i . Responsible officials and their duties, roles and contact information: 

^ mformation necessary forme proper management of sludge orresiduals from reclamation treatments 

k. A contingency plan to eliminate or minimize the potential for untreated or inadequately treated waterto 
be delivered to reuse areas. The plan shall, among other things: 

(l)ldentifying persons responsiblefor implementing the contingency plan and their contact 
information: 

(^Reference and be coordinated with the education and notification program contained in the 
approvedRWMPlanfor any release of untreated or inadequately treated water to the reclaimed 
water distribution systems 

1. Location ofback up or replacement parts critical to the operation ofunittreatment processes within the 
reclamation systems 

m. Alist of chemicals and materials in storage areas and the location of storage areaŝ  and 

n. A planfor inactivation or closure of the reclamation system specifying what steps will be taken to 
protect the environment and public health. Ataminimum, the closure plans shall includealist of all 
waste products remaining at thefacility,information characterizing each waste (i.e.,volume, percent 
solids, nutrient content, etc.), andadescription of procedures to remove or properly dispose ofthe these 
wastes. 

ll.BNRReopener. 
When the annual average concentration oftotal nitrogen (N)ortotal phosphorus (P) in the reclaimed water 
exceeds 8.0mg^orl.0mgBL, respective^ 
written notice of such nutrient reductionfailureandaplan of action for ensuring the reclamation system 
achieves mistreatment ofthe reclaimed watershall be submitted by the permittee to the DE^ 
Regional Cfficefor review and approval. The written notice shall be submitted by Tebruaryland the plan 
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of action shall be submitted no later than April 1.Fhe plan of action shall include the necessary steps anda 
prompt schedule ofimplementationfor the reclamation system to achieve BNR treatment. Upon its 
approval, said plan and schedule shall becomeapart of and enforceable underthe provisions of this permit. 
Failure to submit the required notice or failure to submit an adequate plan inatimely manner shall be 
deemedaviolationofthis permit. 

12. Pretreatment Program Approval. 
Fhe permitted reclamation system is authorized to produce reclaimed watertreated to Fevellorfor reuse 
in areas accessible to the public orwhere human contact with the reclaimed water is likely,because the 
perrnittee's pretreatment program has been approved accordance wim Part V l l ofthe VPDFS Permit 
Regulation (9VAO25-3F730through9VAO25-3F900). 

13. FankFrucks Requirements. 

Fank trucks used to distribute reclaimed water shalk 

a. Be clearly labeled to identifythe contents ofthe truck as non-potable water; 

b. Not transport potable waterusedfor drinking water offood preparation; 

c. Nottransport reclaimed waterthat does notmeetthe standards specified in Part l l l .Aofthis permit 
unless the truck has been evacuated and properly cleaned priorto the addition ofthe reclaimed water; 
and 

d. Not be filled through on board piping or removable hoses that may subsequently be used to fi l l tanks 
with waterfromapotable water supply. 

14. Minimizing Fosses. 
Fhe reclaimed water distribution system shall be maintained to minimize losses and to ensure safe and 
reliable conveyance of reclaimed water,suchthatthe reclaimed water in the distribution system will not be 
degraded toaqualitythat violates the standards in this permitforthe intended reuse of the reclaimed water 
specified in the approved ReclaimedWater Management (RWM) Plan. 

15.Operation andMaintenanceManualfortheReclaimedWater Distribution System. 
Any changes in the practices and proceduresforthe reclaimed water distribution systemfollowedbythe 
per^nittee shall be documented in the O^M Manual within 90 days ofthe effective date ofthe changes and 
made available atalocation central to the system Fhe permittee shallmaintain the manual and include any 
changes in the practices and procedures followed by the permittee in the manual. 

Fhe operations and maintenance manual forthe reclaimed water distribution system shall, ataminimum, 
contain thefollowing: 

a. A description ofall components within the distribution system and step-by-step instructions forthe 
operation ofspecific mechanical components; 

b. Routine and unplanned inspection ofme distribution system, includingrequiredinspectionsforthe 
cross-connection and backflow prevention program contained in the approvedRWM Plan; 

c. Routine maintenance and schedules of maintenancefor all components of the distribution system. 
Maintenance shall include, but is not be limited to, initial and routine flushing ofthe distribute 
system, measures to prevent orminimizecorrosion,fouling and clogging of distribution lines; and 
detection and repair ofbroken distribution lines, flowmeters orpumping equipment; 

d. Procedures to handle and dispose ofany wastes orwastewater generated by maintenance ofthe 
distribution system inamannerprotective ofthe environment; and 
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e. A plan for inactivation or closure ofthe reclaimed water distribution system specifying what steps will 
be taken to protect the environment and public health. 

16. Storage ofFeject Water. 
Allstoragefacilities of reject water and reclaimed water(system and non^system), including landscape 
impoundments usedfor non-system storage of reclaimed water, shall be designed and operated to preventa 
discharge to surface waters of the state except in the event ofastormgreaterthan the 25-year 24-hour 
storm. 

17. Storage Inventory. 
Acurrent inventory of reject water storage, system storage and non-system storage facilities located within 
theservice area of the approvedRWlvl plan shall be maintained. Forthe addition ofnew storage facilities 
to the inventory afterpermit reissuance, the permittee shall submit to me DEQ Northern Fegi^^ 
amended inventory at least 30 days before reclaimed waterwill be introduced into the new storage 
facilities. Aninventoryofre^jectwaterstorage,systemstorageandnon-systemstoragefacilitiesshall 
include thefollowing: 

a. Name or identifierfor each storage facility, 

b. Location of each storagefacility (including latitude and longitude), 

c. Function ofeach storage facility (i.e., reject water storage, system storage or non-system storage), 

d. Fype of each storagefacility (i.e., covered tank, uncovered tank, lined pond, unlined pond, etc.), and 

e. Location (latitude and longitude)and distance of the nearest potable water supply well and spring, and 
public water supply intake, to each storagefacility within 450 feet of thatfacility. 

18. Freliminary Engineer Report. 
Apreliminary engineering report shall be submittedfor the modification or expansion ofthe reclamation 
system, satellite reclamation system, or reclaimed water distribution system. At the request of the 
permittee, the DEQ Northern 
portions ofapreliminary engineering reportfor modification or expansion of an existing reclamation 
system, satellite reclamation system or reclaimed water distributions system determined by the scope ofthe 
proposed project. 

l^.CFC^FQ. 
Fhe permittee shall not cause or allow the construction, expansion or modification, and the operation ofthe 
reclamation system and/or satellite reclamation system except in compliance withacertificate to construct 
(CTC)andacertificatetooperate(CFQ),respectively,issuedbytheDEQ. 

20. Fuolic Access. 
Fhere shall be no uncontrolled public access to the reclamation system and/or system storage facilities. 
System storage ponds shall be enclosed withafence or otherwise designed with appropriate features to 
discourage the entry ofanimals and unauthorized persons. 

21. Advisory Signs. 
For all reuses ofreclaimed watertreated to Level 1,advisory signs or placards shall be posted within and at 
the boundaries of reuse areas, and shall displayanon-potable water warning statement and symbol, and 
other necessary information as described in 9VAC25-740. 
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22. Placement of Advisory Signs. 
Advisory signs shall be posted adjacent to impoundments or ponds, including landscape impoundments, 
usedfor non-system storage of reclaimed water. 

23. Advisory Signsfor Industrial Sites. 
Tor industrial reuses, advisory signs shall be posted around those areas ofthe industrial site where 
reclaimed water is used and at the main entrances to the industrial site to notify employees and the visiting 
public ofthe reclaimed water reuse. Access control beyond what is normally provided by the industry is 
not required. 

24. Supplemental Irrigation and Salt Accumulation 
All irrigation reuses ofreclaimed water shall be supplemental irrigation, which in combination with 
rainfall, meets but does not exceed the water necessary to maximize production or optimize growth ofthe 
irrigated vegetation. For all bulk irrigation reuse sites identified in the reclaimed water management plan 
for the permitted reclamation system and/or reclaimed water distribution system, the rate of supplemental 
irrigation shall be demonstratedfor every day that irrigation with reclaimed water occurs. 

Where it is demonstrated by the permittee or an end user other than me permittee that salts will a 
or have accumulated in the soil ofan irrigation reuse site to concentrations that adversely affect the 
productivity or growth ofthe irrigated vegetation, and the application ofreclaimed water will not contribute 
or has not contributed significantly to the salt problem, an additional volume ofreclaimed water less than 
or equal to 10% ofthe water lost to evapotranspiration by the irrigated vegetation may be used for leaching 
and shall be included in the calculation of supplemental irrigation. Where it is demonstrated by the 
permittee or an end user other than the permittee that salts will accumulate or have accumulated in the soil 
ofan irrigation reuse site to concentrations that adversely affect the productivity or growth ofthe irrigated 
vegetation, and the application ofreclaimed water will contribute or has contributed significantly to the salt 
problem, no additional reclaimed water shall be appliedforthe purpose ofleachingsaltsfrom the soil at the 
site. Any additional volume of water required for leaching that is not or can not be reclaimed water(e.g., 
rainwater, potable water, etc.)shall be included in the calculation of supplemental irrigation. 

25. Irrigation Reuse Requirements 
For all irrigation reuses of reclaimed water, thefollowing shall be required: 

a. There shall be no application ofreclaimed waterto the ground when it is saturated, frozen or covered 
with ice or snow,and during periods of rainfall. 

b. The chosen method of irrigation shall minimize human contact with the reclaimed water. 

c. Reclaimed water shall be prevented from coming into contact with drinking fountains, water coolers, or 
eating surfaces. 

26.0versprayProhibitionsfor Irrigation Reuse 
Overspray of surface waters, including wetlands,from irrigation or other reuses of reclaimed water is 
prohibited. 

27.1rrigation Setbacks 
Tor sites irrigated with reclaimed water meetingaminimumofLevellstandards contained in Part ll l .A of 
this permit, thefollowing setback distances are required: 

a. Potable water supplywells and springs, and public water supply intakes lOOfeet 

b. Non-potable water supply wells lOfeet 

c. Limestone rock outcrops and sinkboles 50feet 
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No setback distances are required from occupied dwellings and outdoor eating, drinking and bathing 
facilities. Uowever,aerosolformation shall be minimized within 100 feet of occupied dwellings and 
outdoor eating, drinking 
above-ground drip irrigation, or other means. 

28. Multiple Setbacksfor Irrigation 
For irrigation reuses where more than one setback distance may apply,the greater setback distance shall 
govern. 

29. Setback Distances Measurementsfor Irrigation Reuse 
Unless specifically stated otherwise, all setback distances shall be measured horizontally. 

30. Setback Distancefor Non-irrigation Reuse 
^setback distance oflOOfeet horizontally shall be maintained from indoor aestheticfeamrest^ 
indoor public eating and drinkingfacilities within the same room or building space where reclaimed water 
meetingtheFevellstandards specified in Fart 111.A of this permit is used in the aestheticfeatures and the 
aestheticfeatures have the potential to create aerosols. 

31. OoolingFower Spray 
No setback distance shall be requiredfrom an open cooling towerto the site property line whereadrift or 
mist eliminator is installed and properly operated, orthe reclaimed water used in the tower is treated to 
meet Fevelldisinfection standards contained in 9VAC25-740. 

32. ReclaimedWater Failure 
Where treatment ofthe reclaimed water fails more than once duringaseven-day period to comply with 
Fevelldisinfection contained in Fart lll.Aofthispermitforthe protection ofhuman health, and the non-
compliantreclaimedwaterhas been discharged to the reclaimed water distribution system, the permittee 
shall notify the end user in accordance with the permittee'sapproved education and notification program of 
the t^eatmentfailures and advise the end user of precautions to be taken to protectpublic health when using 
the reclaimed water in areas accessible to the public orwhere human contact with the reclaimed water is 
likely. Fhese precautions shall be implementedforaminimum of seven days. Where reclaimed water 
service to end users will be interrupted due to planned causes, such as scheduled repairs, the permittee shall 
provide advance notice to end users ofthe anticipated date and duration ofthe interrupted service. Where 
reclaimed water service to end users is disrupted by unplanned causes, such as an upsetatthe reclamation 
system, me permittee shall notify end users and theaffected public ofthe disrupted service i f ^ 
will not be restored within eight hours of discovery. 

Fhe permittee shall also describe and report all notifications of end users and the affected pub l i c s 
described above in accordance with Fart lll.B.37. 

33. New Fnd Users 
Forthe addition ofnew end users not contained in the original reclaimed water management (RWM) plan 
submitted wim the application forapermit, the permittee shall submitto the DFQ Northern 
Office an amendmenttotheRWM plan identifying new end users not less than 30 days priorto connection 
and reclaimed water service to these users.For each new end user, the permittee shall also provide all 
applicable information requiredbytheWaterReclamation and Reuse ApplicationAddendum. 

34.Interruption ofReclaimedWater Supply 
For each interruption or loss ofreclaimed watersupply,the permittee shall reportto the DFQ Northern 
Regional Office in writing the following information atthe time the next reclamation and reuse monthly 
monitoring report is submitted: 

a. Fhe service area affected by the interruption or loss ofreclaimed water supply; 
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b. The initial date and time ofthe interruption or loss ofreclaimed water supply and duration; 

c. The cause of interruption or loss of reclaimed water supply,additionally indicating whether the cause 
was planned or unplanned; and 

d. Ifthe interruption was unplanned, describe the steps taken to correct the problem and to prevent the 
problemfrom recurring. ^ 

Each discharge ofany untreated or partially treated water to the service area ofintended reuse that fails to 
comply with reclaimed water standards contained in Part lll .A shall be reported by the permittee asa 
noncompliance in accordance with Part 11T of this permit. 

35. Recordkeeping 

maddition to records specified in Part ll.B of this permit, the permittee shall maintain thefollowing 
reclamation systemforthe period specified in Part 11.13: 

a. Water reclamation and reuse operating records to include all analyses requiredfor reclaimed water in 
Part lll .A of this permit, records of operational problems, alarmfailures, unit process and equipment 
breakdowns, diversions to reject storage or emergency storage, discharge to another permitted reuse 
system requiringalower level of treatment, or disposal viaapermitted effluent discharge; and all 
corrective orpreventive action taken. 

b. A monthly summary ofthe operating records specified in a.of this condition. 

36. AnnualWater Reclamation and Reuse Report 
The permittee shall submit an annual report forthe reclaimed water distribution system coveringal^ 
month period from JanuarylthroughDecember31to the DEQ Northern Regional Office on or before 
Tebruary 10th of thefollowing year. The annual report shall, ataminimum, include: 

a. The estimated volume of reclaimed water distributed to the service area of theRWlvl plan, reported as 
monthly totals. 

b. Asummary of ongoing education and notification program activities. The summary shall include, ata 
minimum: 

(1) Oopies of educational materials, 

(2) The number and duration ofnotifications to end users per month forthe following causes: 

(a) More than one treatment failure within a 7-day period at the reclamation system with 
subsequent discharge to the reclaimed water distribution system, 

(b) Planned disruption of reclaimed water service to end users, and 

(c) Unplanned disruption of reclaimed water service to end users. 


